Bidding Addendum

Addendum No. 2 for Commonwealth of Virginia Department of Mental Health, Mental Retardation
and Substance Abuse Services, Richmond, Virginia, Piedmont Geriatric Hospital - Wastewater
System, Chemical Feed System, and Pump Station Improvements, Burkeville, Virginia:

Comm. No. 206204.10, 207048.10, and 207202.10, dated February 6, 2008.

To:  All Bidding Document Holders of Record

From: Wiley & Wilson, Inc.
Lynchburg, Virginia

This Addendum contains 2 pages and 1 drawing. Acknowledge receipt of this Addendum in the
space provided on the Bid Form. Failure to do so may subject bidder to disqualification.

DRAWINGS
Wastewater Improvements Sub Project
Drawing C-5
Detail 2 - Pump Station Area Details
1. Change note, “Bottom of Tank El 467.63” to read “Bottom of Wetwell El 467.63"

2. Change note, “Bottom of Pump Station Vault El 479.09” to read “Bottom of Valve Vault
El 479.09.”

Drawing C-6
Detail 6 - Grinder Vault Detail

Add Note 4. “Grinder pump motor shall be submersible type motor.”

Drawing S-3
Replace existing Drawing S-3, dated January 11, 2008 with new Drawing S-3, dated February
6, 2008.

End of Addendum No. 2
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ATTACHMENTS
1. Drawings
Wastewater Improvements Sub Project

S-3 New Trash Rack and Control Structure Concrete Slab Plan and Details, Revised
February 6, 2008

WILEY & WILSON, INC.
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WASTEWATER SYSTEM
IMPROVEMENTS FOR
PIEDMONT GERIATRIC HOSPITAL

BURKEVILLE, VIRGINIA

REVISION DESCRIPTION

REVISED PRECAST GRINDER VAULT
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COMM NO: 207048.00

DATE: JANUARY 11, 2008
DRAWN: JDI DESIGN: JDI
CHECK:

CAD FILE: 207048_S03.dwg
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